DISTRICT ELECTRICIDADE DE
ELECTRICITY TIMOR-LESTE

Comparison of Generation of Electricity by EDTL including addition from Hera Power Plant

15 February 2012
Komparasaun Eletrisidade husi EDTL inklui enerjia adisional husi Sentral Eletrika Hera
15 Fevreiru 2012
kw
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Electricity Generation including Hera (Kw) Kapasidade Produsaun Eletrisidade kada loron inklui Hera (Kw)
+ Note: Aileu, Baucau, Dili, Ermera, Manatuto are receiving additiona | electricity from Hera Power Centre. Once the new 5 generators will be in operation the possible
electricity generation in Dili Hera P« 500kw. This electricity will be distributed to all Districts except in places like Oecusse and Atauro.
+ Nota: Aileu, Baukau, Dili, Ermera, inatutu simu enerjia eletrisidade adisional husi Sentral Eletrika Hera
Comparison of capacity generation of Komparasaun kapasidade produsaun

electricity and possibile capacity of production eletrisidade ho posibilidade produsaun
by districts excluding electricity supply from kapasidade adisional kada distritu la inklui
Hera Power Centre. Sentral Eletrika Hera.

Comparison of Capacity Generation of Electricity and Possible Districts / bistritu StE

capacity of Production by Districtsin February 2012

Komparasaun Kapasidade Produsaun Eletrisidade ho Aileu+| Ainaro| Baucau+| Bobonaro| Covalima Dili+| Ermera+|Lautem+|Liquica+ | Manatuto+| Manufahi| Oecusse| Viqueque
Posibilidade Prod Kapasidade Adisional Aileu| Ainaru| Baukau| Bobonaru| Kovalima Dili] Ermera| Lautem| Likisa | Manatutu| Manufahi| Oekusi Vikeke
Daily Capacity of lectricity Generation including Hera (kw) 2057| 2665 5597|  a622| 5300 27815| 2744 1730| 37e8|  2807|  1226| 1204 647
Kapasidade Prod Eletrisidade kadaloron inklui Hera (Kw)

Possible capacity of additional production (Kw) Posibilidade 460 0 509 514 0 0 982 1601 0 1059 1328 400 838
Produsaun Kapasidade Adisional(Kw)

Full Capacity 2717| 2665 6126 5136 5300 27815 3726 3340 3768 3866 2554 1604 1485

Note: Once the new 5 generators will be in operation the possible electricity generation in Dili Hera Power Plant will be 87500kw

Source: District EDTL_15 February 2012
Fonte: Electrisidade Timor-Leste iha Distritu _ 15 Fevreiru 2012
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in Watt per Person by Districts February 2012
Watt kada Pesoal kada Distritu Fevreiru 2012
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Consumption of public electricity in districts Konsumsaun

Districts/ Distritu sira

Eletrisidade Publiku iha Distritu sira Ainaro | Baucau | Bobonaro | Covalima Ermera | Lautem | Liquica | Manatuto

Aileu | Ainaru | Baukau | Bob u li Dili Ermera | Lautem | Likisa | Manatutu fal Oekusi [ Vikeke
Electricity per person (watt) 29 a2 50 51 88| 118 23| 28] 59 64 25 18 9 624
Eletrisidade kada Pesoal (watt)
Daily Capacity of Electricity Supplied by EDTL (Kw) Kapasidad 2057| 2665| 5597|  4622|  s300| 27815| 2744] 1730 3768 2807 1226 1204 647 62391
Fornisi u Eletrisidade kada loron (Kw)
Population Populasaun | 45512 63206( 111484 89787 60063| 234331| 114635| 60218| 63329 43246 48894| 65524 70177 1070406
Source: National Census 2010 and District EDTL_15 February 2012 (Note: EDTL-DIlT also supplies electricity to some parts In Liquica and Alleu district Which 1s not recorded 1 this table)

Referensia: Sensus Nasional 2010 no EDTL Distritu_15 Fevreiru 2012 (Observasaun: EDTL Dili mos fornese eletrisidade ba parte balun iha distritu Likisa no Aileu nebe la inklui iha tabela ne.)

L Generators by Districts in February 2012
or EDTL kada Distritu iha Fevreiru 2012
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HERA POWER SENTRAL ELETRIKA
PLANT HERA

Supply of electricity to the districts by Hera Eletrisidade Distritu husi sentral eletrika Hera
power centre from January to February 2012 is ne’ebé hahu iha Janeiru to’o Fevreiru 2012 nia
summarized as follows: sumariu mak hanesan tuir mai ne’e:

Status of Hera Power Centre 2012
Electricity Jan Feb
Estadu Sentral Eletrisidade Hera | Jan Fev

Number of generators working
um ru jerador nia servisu

bfg
jdb|

Total numbe r of gener ators
Total n u ger d

Daily capa0|ty of e y upply
W

Posibilidade kapasidade husi | 85000 | 85000

u
capacity of generators (kw) .
Gerador nia kpa5|dade tomak (kw) | 122500 | 122500

S e: Di t ct EDTL Office, 15 February 2012
EI sidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012
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L.ocal Governance Report

February 2012

Relatériu Governasaun Lokal

Fevreiru 2012

ipplied by Hera Power Centre
‘w) Eletrika iha Sentral Hera

rer Generators in EDTL Hera Power Centre, El
Dili J
- Jenarador EDTL iha Sentral Hera, Dili 90000
T 75000
Apr  May Jun  Jul Aug Sep Oct Nov Dec 0
Abr  May Juii Jul  Ago  Set Out Nov Dez i
2012 '
- rs working
servisu

mmmm Number of new generators notin use
Numeru Jerador la usa

—— Total number of generators
Totdl numeru jerader sira

Mote: Hera Power centre in operation since Dec

Hera Power Centre

Districts February 2012 V Distritu sira Fevreiru 2012

May Jun Jul Aug Sep Oct Nov Dec
May Jufi  Jul Ago Set Out Nov Dez

2012

ricity supply (kw)
de loron-loron nian (kw)

al capacity of electricity generation (kw)
de husi eletrisidade nebe aumenta nia

. . Aileu Ainaro Baucau | Bobonaro | Covalima Dili Ermera Lautem Liquica | Manatuto | Manufahi | Oecusse | Viqueque
Sentral Enerjia Eletrika Hera Aileu | Ainaru | Baukau | Bobonaru | Kovalima Dili Ermera | Lautem | Likisa | Manatutu | Manufahi | Oekusi Vikeke
Electricity (kw) supplied from Hera Power
Centre
. X 467 0 2609 0 0 23315 730 534 3768 1066 0 0 0
Fornesementu Eletrisidade (kw) husi Sentral
Eletrika Hera
Elec 2012
Fornese iru2012

¢ (kw) supplied from Hera Power Centre

nentu Eletrisidade (kw) husi Sentral Eletrika Hera

hi  Oecusse
hi  Oekusi

Vigueque
Vikeke




Distribution of Electricity (kw) produced from Hera Power Centre
in February 2012
Distribuisaun Eletrisidade (kw) nebe produs husi Sentral Eletrika

W
Li
Lautem
Ermera:
Note: At present 2 new generators are in ope perate then other districts like Ainaro, Bobonaro, Covalima,
Manufahi and Viqueque will receive Hera Ele power distribution plan from Hera Station to Atauro sub-district and

Oecusse.

According to the manager Heavy Oil Hera, Mr. Menejer Interinu ba Oliu Pezadu, Sr. Francisco
Francisco Pica stated that recently there are 7 Pica haktuir katak, agora dadauk jerador iha
generators in Hera power center but only 2 are sentral eletrika Hera hamutuk 7 maibe 2 deit
in use and another 5 are in good condition but mak halo operasaun, entertantu 5 seluk seidauk
not in use. halo operasaun.
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Supply of electricity in the district by EDTL is summarized as follows: Eletrisidade EDTL Distritu

nia sumariu mak hanesan tuir mai ne’e:

AILEU

Status of EDTL po ower Gen

rs
Gerador EDTL n Kd Jan | Feb M Ap My J

AILEU

JI Ag Sp o N

e, Gt Ww.tug_ : /////%///////////////

mb r of gen rs under repair
N u Ger. d b iha 3 3
nnnnnnnnnnn
Total number of g 8 8
Total numeru g d
Daily capacity of electricity supply
(kw)
Kp sidade eletrisidade loron-lor 1790 1790
an (kw)
ssibility of additional capacity of
eI tttttttt y generation (kw)
b lidade ka| p d de hus 460 460
I sida d nebe enta nia
F IIOI apacity of generators (<) -
Gerador nia kpa5|dade omak (kw) 2250 | 2250
Source : district EDTL Office, 15 Februa ry20 2
Fonte: Eletrisidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012

§E

Number of generators working
me . B
mel

v) Supplied by EDTL Aileu
1) Eletrisidade EDTL iha Aileu

ility of additional capacity of electricity generation (kw)

There are 4 generators in Aileu sub-district but Jerador 4 mak iha Distritu Aileu maibe 2 deit
only 2 generators are working with the mak halo perasaun ho kapasidade 250kw no
capacity of 250kw and 1000 kw; and the other 1000kw; jerador 2 seluk at hela ho kapasidade
2 generators are not working with the capacity 80kw no 280; lha jerador 3 mak iha Remixiu

of 80kw and 280kw. Out of 3 generators in
Remixio sub-district only 2 are working with
the capacity of both generators 45kw each; and
the other 1 of 100kw is not working. There is
another 1 generator in Liquidoe sub-district
with capacity of 450kw.
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maibe 2 deit mak halo operasaun ho
kapasidade 45kw no 45kw; 1 seluk at hela ho
kapasidade 100kw;
Likidoe ho kapasidade 450kw.

Iha tan jerador 1 iha



AINARO AINARU

Status of EDTL power 2012 \

Genera tors Jan Fe p M y A g S p
Jan Fev
Number of generators working
Numeru Gerador nia se
Number of generators und p
Numeru Gerador nebe ih 0
nnnnnnnnnnn
Total number of general 1
Total numeru ger d
Daily capacity of electricity supply
(kW)
Kapasicace eeiscade loron-or 2665
an (kw)
ssibility of additional capacity of
electriuty generation (kw)
b lidade ka p d de hus 0
I d d nebe enta nia
pro d
Fullc p ty of generators (kw)
Coradar ia kpas ade mk(kw) 2665 | 2
S ooooo - district EDTL Off , 15 Februa ry2012
Fonte: Eletrisidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012
| Genarador EDTL iha Ainaru iimentu (kw) Eletrisidade EDTL iha Ainaru
Jan Ma Aug Oct ov  De Mar May Jun  Jul  Aug ov
Jan Ma Ago  Set Out Nov De Mar May Jui  Jul Ago Se
2012
nnnnnnnnnnnnnnnnnnn
neru Gerador nia serv rrddade kyonoron lan (kv
nber of g
neru Gera be i capacity of electricity generation (kw)
J numbe husi eletrisidade nebe aumen kw
il numer!

EDTL Ainaro District has 11 generators with EDTL estasaun Distritu Ainaru iha Jenerador
different capacity (kw). There are 5 generators hamutuk 11 ho kapasidade (kw) la hanesan.
in EDTL Power Station Ainaro others 6 Jeradors 5 distribui ba kapital Distritu no 6
generators in sub-district. Mr. Julio de S& seluk distribui ba sub-distritu sira. Sr. Julio de
Benevides, manager of district EDTL informed S& Benevides informa katak jeradors sira hotu
that all generators are working well. The agora dadaun opera ho kondisaun diak, ida
lowest capacity generators is 25kw with mark ki’ik liu ho kapasidade 25kw ho marka Deuth
Deuth located in EDTL power station Ainaro, ne’ebé tau iha EDTL sentral Distritu Ainaro no
this lowest generators used for emergency uza hodi halao servisu emergensia nian, no
only. The highest capacity of generator is jerodor ida ho marka Cumis KTA 38-
970Kkw. Cumis KTA 38-6E iha EDTL power Station
Ainaro 6E ne’ebé mos tau iha EDTL sentral
Distritu Ainaro ho kapasidade 970kw.
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BAUCAU

Status of EDTL power
Generators

BAUKAU

2012 \

Mar Apr My Ag Sp Oct
Mar

nnnnnnnnnnn

5 HIFE
: //// // // // /%// // // //%/

ily capacity of electricity supply

pddl sidade loron-lor
an (kw)

2988

P ssibility of additional capacity of

electriC|ty generation (kw)
osibilidade kapasidade hus

529 2

aun
Full capac ty of gen rs (kw)
G ador nia kpas Sda d toma k (kw)

3517

S oooooo > district EDTL Office 15 Februa ry2012
Fonte: Electricidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012

Number of Power Generators in Baucau

Numeru Genarador EDTL iha Baukau

v) supplied by EDTL Baucau
v) Eletrisidade EDTL iha Baucau

5§

Aug ov Jun Aug  Sep ov
Ago Set ov Juii Ago  Set ov
201
swatorsworkng lycapacity of elecuicity supp by (kw)
rvisu -loron (kw)
::a;;;: ?::::;:::;;ﬁun sibility of additional capacity of electricity generation (kw)
i i trisidade nebe aumen od kow

rrrrrrrrr
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BOBONARO BOBONARU

Status of EDTL power 2012 \
Generators Fge E g --
o s s %%%%%%%%%%
el / / / %/ /
ot or s 2| 1 //// //// ////

Total nu

Daily capacity of electricity supply

(kw)

Kapasidade eletrisidade loron-loron 4622 4622
nian

Pos: of additional capacity of
eI tttttttt ity generation (kw)
bldd e kapasidade hus 514 514
eeeeeeeeeeeeeeeeeeeeeeeeee
produsaun
Full capacity of generators (kw) 5136 | 5136 // // % / / / / / / / % / / /
Gerador nia kpasidade tomak (kw) / _ _ _ .
Source - district EDTL Office _ 15 February 2012
Fonte: Electricidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012
ro rctricity (kw) su d by EDTL
iimentu (kw) Eletrisidade E
! mv ------- De ! . - .
May De Ma May Jul Aug Oct
Mal May Jul Ago  Set  Out
nnnnnnnnnnnnnnnnnn 12
meru Gera i ctricity (kew)
mber of generators under repair ade lor n nian (kw)
Teru G
al number | f electricity generati
&l numeru isidade nebe aumen

EDTL Station in Bobonaro District has 12 EDTL estasaun Distritu Bobonaro iha 12 ho
generators with different capacity (kw). There kapasidade (kw) la hanesan. Jerador 6 distribui
are 6 generators in EDTL-Maliana and other 6 ba kapital Distritu no 6 seluk distribui ba Sub-
generators in EDTL sub-stations in sub- Distritu sira. Sr. Luis dos Santos, Manager
districts. Mr. Luis dos Santos, Manager of EDTL Distriitu informa katak jerador sira hotu
District EDTL informed that all generators are agora dadaun opera ho kondisaun diak, ida
working well. The lowest capacity generators ki’ik liu ho kapasidade 65 Kw ho marka Volvo
are of 65kw with mark Volvo Penta located in  Penta ne’ebe tau iha Sub-Distritu Bobonaro no
EDTL sub-district Bobonaro and the highest ida ho marka cummins ne’ebe tau iha EDTL
capacity is of 1200kw mark Cummins located sentral Maliana ho kapasidade 1200kw.

in EDTL power station in Maliana.
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COVALIMA

Status of EDTL power
Genera tors

KOVALIMA

2012 |
pMy

n | Fov | var | mor | b | v | Gt | hag | S | ow | v | owr |
5 ) N A

Total numeru gerador sira

There are 4 generators in EDTL district center
(1 with capacity of 1200kw and three with

total capcity of 600kw).

In other sub-station, they havel generator with
1200kw and another 1 with 280kw. The
generator with each 50kw has been installed
and started operation in 5 sub-districts.

The other 2 generators in Zumal

Number of gener. rking
Numeru Gerador nia servisu
Numert Gorador s s, @4
Totmamer s e a7 777 7 "
Daily capacity of electricity supply . . .
() 5300 % / / /
Kapasidade eletrisidade loron-lor
glci)isr;igﬂ,ivt)yo additional capacity of / / / /
electricity generation (kw)
Posibilidade kapasidade husi 0
glre;(rjijisiﬁie ebe enta nia //
S R % // B
Source - district EDTL Office _ 15 February 2012
Fonte: Electricidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012
‘ower Gen sin E ovalima lectricity (kw) supplied by EDTL Covalima
Generad Liha lima simentu (kw) Eletrisidade EDTLiha Kovalima
" May oct Mar -Ma\r-lun-lul-Al.g ''''
May Out Mar May  luii " zJul Ago
Nurmberfgnaats v b e i o
e of et e o idace apasidade il i rsads nebe sumen n )
——Total nu

Iha Suai Vila jerador unidade 4 ne’ebe hala’o
operasaun ho kilo watt 1200, ho 3 seluk 600
KVA.

Makina ida seluk ho kapasidade 1200 kilo
watt. Ida seluk fali 280 kilo watt. Jerador ho
kapasidade 50 KVA monta hotu iha sub-
distritu sira no hahu halo ona operasaun.
ai with total Jerador 2 iha Zumalai ho kapasidade 300KVA
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capacity of 2x150kw and another 2 generator no 2 iha Beco ha kapasidade 1600kw kontinua
in Beco with total capacity of 2x160kw are halo operasaun nafatin. Diretor EDTL Sr.
continuing the operation. A new generator with Tomas Mendonca informa katak jerador 8 iha
1200kw is installed to support old generator. sub-distritu mak oferese ahi ba komunidade
This new generator will help to supply sira

electricity in the outskirts of Suai town.

DILI DILI

of EDTL power 2012 |
rs Jan Feb

FRFRE RN
Jan Fev M Ago Set Out | Nov Dez
Number of generators working 2 2 / / / / / / % %/ %/ %/
Numeru Gerador nia servisu
eeeeeeeeeeeeeeeeeeeeeee
i 0 0

aaaaaaaaaaaaaa

ors
Total numeru gerador sira 2 2 %
Daily capacity of electricity //
pppppp (kw) 4500 | 4500 /
Kapasid_ade eletrisidade loron-

loron nian (kw) !
Possibility of additional %
acity of electricity
eeeeeeeeee (kw)
Posibilidade kapasidade husi
eletrisidade nebe aumenta nia
produ
Full ¢ S (kw)
Gerad mak
(kw)
DTL
ty (kw) S
u (kw) El
40000
30000
o
e My g
May Jul Aug
Ma My he0 May Jul Ago
012
e S Wor
rrrrrrrrrrrrr SU tricity h’ [kw]
unde: :letrisidade loron-loron nian (kw)

ru Gerador nebe iha manutensaun
wumber of generators additional capacity of electricity generation (kw)



ERMERA ERMERA

Status of EDTL power 2012 \
Genera tors Jan Fe Ap M y g S p O

Nov | bes |
Nomber ofgeneratorsworkia | 10| 10 //// o ///%// e e

e ) L L L ]

T e o Seratrs 1 // | /%// .

kel 1

(kW)

e L % .
.;’g"%ktwf';mce_fi // g /%/ . ///%/////%///%//

" Power Generators in EDTL Ermera
ru Genarador EDTL iha Ermera

Numeru Gerador nebe iha manutensaun

Totél numeru gerador sira

According to the district EDTL Chief, Mr. Tuir xefe EDTL Distritu, Sr. Adolfo Inacio

Adolfo Inacio Maia there are: Maia informa katak sentru eletrisidade iha
EDTL-Gleno: kapital Ermera-Gleno iha jerador 4 sai hanesan
3 generators with total capacity 440kw, ninia  resposabilidade.EDTL  Distritu  iha
1 generator with capacity of 880kw. gerador 3 ho kapasidade 440 kw maibe 2 husi
EDTL sub-stations in Atsabe sub-district: tolu ne’e ho kondisaun at no sei iha
2 generators (marked Mitsibishi) with total of manutensaun nia laran iha Dili no ida seluk ho
52 kw (one is broken) kapasidade 880Kw. EDTL iha sub-estasaun
Suco Atara (Atsabe Sub-District): Sub-Distritu sira mak hanesan tuir mai:

1 generator with capacity of 18 kw Sub-Distritu Atsabe iha jerador 2 ho marka

Mitsibishi ho total kapasidade 52 kw, maibe 1
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EDTL sub-stations in Railako sub-district:
2 generators with total capacity of 52kw
EDTL sub-stations in Hatolia sub-district:
2 generators with 50kw and 40kw.

LAUTEM

Status of EDTL power
nerators

Numeru Gerador nia servisu

at hela.

Suku Atara, Sub-Distritu Atsabe iha jerador 1
ho kapasidade 18 kw.

Sub-Distritu Railaku iha jerador 2 ho total
kapasidade 52 kw.

Sub-Distritu Hatolia iha jerador 2 ho taotal
kapasidade 50 kw no 40 kw.

LAUTEM

2012 |

AFFFFEF R E
T %/// //// ///%//// //// EEs

Kapasidade eletrisidade loron-loro

n

| 277
: ////////////%/////%///////

_

////////

/

of ad al capacity of
eeeeeeeeeeeeeeeeeeeee (kw)

e ka ade husi
eletrisidade nebe aumenta nia

n
acity o s (Kw)
ador nia kpasidade tomak (kw)
Source: district EDTL Office _ 15 February 2

/

Fonte: Electricidade De Timor-Leste

iha Dist

tu 15 Fevreiru 2012

T T T T

eeeeeeee

autem lectricity (kw) Supplied b em
utem m (kw) E autem
00
200
Sep ol '
Set Jul
2
(lew)
n nian (kw)
f electricity rati
isidade nebe aumen n (kw)
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The EDTL Lautem has 4 generators for daily EDTL Lautem iha gerador 4 fornese

power supply. The new generator Communes
KTA 50 G/ G58 of 1300kw operates from 6pm
to 6am. Communes 50G3 of 1000kw operates
from 6am to 12 noon. Komatsu of 220kw and
Deutch BA6M of 286kw are in good condition
but not in use.

LIQUICA

Status of EDTL power

/

Kapas
nlan

city supply

sidade eletrisidade loron-lor
(kw)

Iectr
Pos bldd e kapasidade hus

elet
pro d

ssibility of additional capacity of
icity generation (kw)

dd nebe mtanla

Full ¢

Gerador n

p ity of gen rs (kw)

ia kpaS|dade tomak (kw)

Source - district EDTL Office _ 15 February 2012

Fonte: Electricidade De Timor-Leste iha Distritu _ 15 Fev

According to the chief EDTL in Liquica that
there are no generators in Liquica since 2004
until this present. There was only one
generator which was left by Indonesia but it
has been sent to Oecusse district. Therefore the
electricity in Liquica is supplied from Dili
EDTL. And the community needs to pay US $
6 every month for electricity.

My J

eletrisidade. Gerador foun Communis KTA 50
G/ G58 ho kapasidade 1300kw lakan husi
18:00 kalan to’o 06:00 dader. Gerador
Communis 50G3 ho kapasidade 1000kw lakan
husi 06:00 dader to’o 12:00 meudia. Gerador
Komatsu ho kapasidade 220kw no gerador
Deutch BA6M ho kapasidade 286kw diak
maibe la uza.

LIKISA

2012
JI Ag Sp O

A%////%/%

N O
- B

%

u 2012
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Tuir informasaun husi Xefe EDTL distritu
Likisa Sr. Jodo Bosco katak husi tinan 2004
to’o agora distritu Likisa la iha Jerador.
Jerador ida ne’ebe Indonesia rai hela transfere
tiha ba Distritu Oekusi. Tanba ne’e
eletrisidade iha Likisa fornese husi EDTL
Comoro Dili. Fulan-fulan komunidade sira
selu US $ 6 ba eletrisidade.



Number of Power Generators in Liquica Electricity (kw) Supplied by EDTL Liquica

Numeru Genarador EDTL iha Likisa Fornesimentu (kw) Eletrisidade EDTL iha Likisa
1
Mai May Jul ug Se ov ' ! ' o
Ma May Jun ) ug Se ov Dec
Ma May i Ago ov Ma May Juii Jul Ago Se ov Dez
z 2012
=r of gen s work -
u Gerad servisu of electricity supply (kw)
da de loron-loron (kw)
*r of gen unde ) )
Gerador nebe iha manutensaun nal capacity of e generation (kw)
de e husi eletri aumen (kw)
umber
umeru ge

Status of EDTL power 2012 \

Generators Jan e Ap M y J A g S p o
Jan ev
Number of generators working 2
Numeru Gerador nia servisu
Number of generators not in u 2
Numeru Gerador nebe la uza
Total number of generators
A 4

Total numeru gerador sira
Daily capacity of electricity supply
o) 1741

apasidade eletrisidade loron-loro
nian (kw)
Possibility of additional capacity of
electricity generation (kw)
Posibilidade kapasidade husi 1059
eletrisidade nebe aumenta nia
produsaun
Full capac ty of generators (kw)
Gerador nia kpas A (w) | 2890

S oooooo - district EDTL Office _ 15 February 2012

Fonte: Electricidade De Timor-Leste iha Distritu _ 15 Fevreiru 2012
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ower Generators in Manatuto
mnarador EDTL iha Manatutu

Electricity (kw) Supplied by EDTL Manatuto
Fornesimentu (kw) Eletrisidade EDTL iha Manatutu
4000

3000

May Jun  Jul
May Juii  Jul

2012

rof generators working
1 Gerador nia servisu
rof generators under repair

Aug Sep Oct Nov Dec Mar Apr May Jun Jul Aug Sep Oct Nov Dec
Ago Set Out Nov Dez Mar Abr May Juii Jul Ago Set Out Nov Dez

2012

of electricity supply [kw)
etrisidade loron-loron nian (kw)

1 Gerador nebe iha manutensaun
imber of generators
imeru gerador sira

dditional capacity of electricity generation (kw)
apasidade husi eletrisidade nebe aumenta nia odusaun (kw)

There are 4 EDTL-generators in Manatuto lha jerador 4 iha Distritu Manatutu, maibe
District but only 2 are in operation. The third jerador 2 deit mak halo operasaun. Jerador ida
one, which is in good condition, isnot in use.  seluk la uza maibe nia kondisaun diak hela.

1. First generator Communis has actual 1. Jerador primeiru ho marka Communis

3.

4.

capacity of 1000kw, but able to
generator 800kw. It operates from
18:00hrs to 24:00hrs mid night.

Second generator Communis has actual
capacity of 800kw, but able to generate
only 600kw. It operates from 06:00hrs
to 18:00hrs

The third generator which is not in use
but in good condition has actual
capacity of 1000kw but able to produce
800kw.

The fourth generator supports (back-
up) first generator with 582kw and also
supports the second one with 559Kw.
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iha kapasidade 1000kw, maibe bele
produs 800kw. Nia operasaun husi tuku
18:00PM to’o0 24:00 kalan bot.

Jerador sigundu ho marka Communis
iha kapasidade 800kw, maibé Dbele
produs 600kw. Nia operasaun husi tuku
06:00 dader to’o 18:00 kalan.

Jerador ida seluk ne’ebe la uza maibe
nia kondisaun diak hela iha kapasidade
1000kw no bele produs 800kw.

Jerador kuartu suporta jerador primeiru
ho 582kw no mos suporta jerador
segundu ho 559kw.
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According to the District Deputy of EDTL, Tuir Adjunstu EDTL Distritu, Sr. Jose Maia
Mr. Jose Maia there are 12 generators in Kkatak jerador iha Distritu Same hamutuk 12.
EDTL-Manu-Fahi. Same iha jerador 6 maibe 2 deit mak halo
Same has 6 generators but only 2 are working operasaun ho kapasidade 500kw; 500kw no 4
with capacity of; 500kw; 500kw; and another 4 seluk at hela ho total kapasidade
are not working with capacity of 800kw; 800kw;150kw; 150kw; 150kw.
150kw; 150kw; 150kw.

Sub-distritu Turiskai iha jerador 2 maibe 1 deit
Sub-district Turiscai has 2 generator but only 1 deit mak halo operasaun ho total kapasidade
is working with capacity of 120kw and the 120 kw, no 1 seluk at hela ho total kapasidade
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other 1 is not working with capacity of 50kw.  50kw.

Bétano sub-district has 1 generator with total Sub-distritu Betano iha jerador 1 ho
capacity of 50kw. kapasidade 50kw.

Alas sub-district: 1 generator with 28kw. Sub-distritu  Alas iha jerador 1 ho total
Fatuberliu: 2 generators but only 1 is working kapasidade 28 kw.

with total capacity of 28kw and another 1 is Sub-distritu Fatuberliu iha jerador 2 maibe 1
not working with total capacity of 28kw. deit mak diak ho kapasidade 28kw no 1 seluk

at hela ho total kapasidade 28 kw.
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The total number of generators in Oecusse Observasaun: Total jerador iha Oekusi
district is 6. But only 4 are working in daily hamutuk 6. Maibe héat (4) deit mak funsiona
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basis. Two of them with small capacity are loron-loron. Iha jerador 2 ho kapasidade kik
always on standby. The electricity supply is hanesan rezerva. Eletrisidade lakan husi 17:30
from 05:30 PM 6 AM in Pante Macassar sub- loraik to’o 06:00 dader iha sub-distritu Pante
district and from 6 PM until mid-night in Makassar no iha sub-distritu sira seluk

remaining sub-districts. eletrisidade lakan husi 18:00 kalan to’o kalan
bot.
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The total number of generators in Vigueque Observasaun: Total jerador iha Vikeke

district is 5. But only 2 are working in daily hamutuk 5, maibe rua (2) deit mak funsiona

basis and another 3 are under repair. loron-loron no tolu (3) mak iha hela
manutensaun nia laran.
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